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TYPICAL SECTION

NOTES:
1. Pipe diameter shall be 4 inches or greater. See specifications for acceptable materials.

2. Pipes stubbed out for future building connections shall be plugged with a fitting approved
by the manufacturer.

. Maximum distance between cleanouts shall be 100 feet. The maximum aggregate change in
direction between cleanouts shall be 135 *. Construct additional cleanouts as necessary.

. A water service and a sewer service may be placed in the same trench if the water service is
placed on an undisturbed earth shelf 12 inches (min) above the side sewer.

. Abandoned sewer services shall be plugged within 5 feet of the property line with a fitting
approved by the manufacturer or a minimum 2-foot long poured concrete plug.
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